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Information technology equipment-Safety

| / MOUNTING ON 2U & 3U UPS.

2/ MOUNTING INSIDE RACK ENCLOSURE

( back, front, sides ).

BYPASS KRAUSS & NATMER

VOLTAGE INDICATOR

LEDTYPE ( RED, GREEN )

20A 125V AC CIRCUIT BREAKER
(FOR 2 OF 5 5-20R OUTLETS)

| O

(30A 125V AC)

FROM UPS -->
POWER CORD WITH MALE PLUG
NEMA LS /30 A-125V AC (L3-30P)

10 UPS -->
FEMALE RECEPTACLE -

O INDIVIDUAL FEMALE PLUGS 20A-125V AC (5-20R)
(CONNECTED THEMSELVES WITH A PCB)

(29) NEMA LS / 30 A-125V AC (L5-30R)
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20A 125V AC CIRCUIT BREAKER J /
(FOR 3 OF 5 5-20R QUTLETS)
MAINS -->
POWER CORD WITH MALE PLUG
NEMA L5 / 30A-125V AC (L5-30P)
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SHEETMETAL PAINTED BOX _

ALT visible sheetmetal foces: class for painted part

2

e {(see document ref. STDAIN3A)
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